HYDRONIC AIR-DIRT SEPARATOR
INSTALLATION DETAIL

INTEGRAL AUTOMATIC AIR VENT

INTEGRAL SKIM VALVE

ISOLATION VALVE (TYP.)

PUMP SUCTION PIPING

MINIMIZE LENGTH OF OVERALL ASSEMBLY TO FACILITATE RODDING

FULL PORT BALL VALVE (TYP.)

1" - EXTEND TO FLOOR DRAIN

DATE: JUNE 15, 2013

Dwg. No.: 23 21 13-01

UNIVERSITY OF ILLINOIS AT URBANA-CHAMPAIGN FACILITIES STANDARDS