EXHIBIT 23 09 23-10A, ALPHA SYSTEM GRAPHICS WHEEL PRESENTATION EXAMPLE

Physical Plant Services Bldg. 198 Energy Recovery Wheel Example

Note: All Values are simulated.

-

* Indicates Value from SEMCO Panel

*Critical wheel Alarm: Normal

*A BTUH: -20387 BTUH &
*Bypass Damper
0% Open

*EA Temp: 68.1°F

*EA Humidity: 28% RH
*EA Enthalpy:20.8 BTUD

*EA Dew Point: 33.8°F

*EX Wheel DP; 1.1"W.C
*Wheel RPM: 10 RPM
*SA Wheel DP: 1.1"W.C

*Ent Temp: 48.1°F
*Ent Humidity: 63% RH
*Ent Enthalpy: 16.4 BTUYDb

*Ent Dew Point: 36.1°F

*Bypass Damper
0% Open

*A BTUH: 20725BTUH &
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*RA Temp: 74.0°F K
*RA Humidity: 25% RH &
*RA Enthalpy: 22.61 BTUb
*RA Dew Point: 36.0°F
*RA CFM: 2503 cfm
Whesf VFD
*Enable: Enabled
*Status: Running
*VED:  100%
*H2: 60Hz
*Alarm: Normal
*Fault: Normal

*SA Temp: 54.3°F
*SA Humidity: 54% RH
*SA Enthalpy: 18.2 BTUML
*SA Dew Point: 38.0°F
*SA CFM: 2503 cfm
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